






Prüf- und Zertifi zierungsstelle

ZE,LN.4EI

l .Supplement
(Supplement according to Eo-Directive 94/9 Annex lll letter 6)

to EG-type-examination Certificate

ZELM OO ATEX OO37

Conductivity Transmitter Type Cond 71me FF
Mettler-Toledo cmbH

lm Hackacker 15. CH - 89(}2 Urdorf

Equipment:
Manufacturer:

Address:

Descriotion of suoolement

The Conductivity Transmitter Type Cond 7100 PA was extended by the Conductivity Transmitter Type
Cond 7100e FF with Foundation Fieldbus communication interface.

The type of protec{ion, the electrical and all further data ol the device remain unchanged.
The Foundation Fieldbus version of the Transmitter may be manufactured in future in consideration of
this supplement.

References:

The Operating Instructions has to be considered.

Report No.: ZELM Ex 1020417315

Soecial conditions for safe use

not applicable

Essential Health and SafeW Reouirements

met by adherence to the standards

EN 50 014: 1997+A1+A2 EN 50 020: 1994

Zertif izierungsstette ZELM €f Braunschweig, October 28, 2004

ü,?\
Dipl.-lng. HarfdZetn
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Ec-typ+examination Certilicales r^rithout signature .rnd stamp are not valid. The certificates may only be circulated
without alteration. Exkacls or alterations are subject lo approval by the Prüf- und Zertifizierungsstelle ZELIü Ex.

This English version is based on th€ German text. In the case ol dispute, the German text shall prevail.
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